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(a) change the title of Section E3902.9 to read: "wet locations."

(b) At the end of Section E3902.9 add a new sentence to read as follows:  All 15- and 20-ampere, 125- 

and 250-volt nonlocking receptacles shall be listed weather resistant type.

REASON

This provision insures receptacles are appropriate for the expected ambient conditions.
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